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millimeters) from any source of igni-
tion or any source of heat which might 
damage the meter. 

(d) Where feasible, the upstream reg-
ulator in a series must be located out-
side the building, unless it is located in 
a separate metering or regulating 
building. 

[35 FR 13257, Aug. 19, 1970, as amended by 
Amdt 192–85, 63 FR 37503, July 13, 1998]

§ 192.355 Customer meters and regu-
lators: Protection from damage. 

(a) Protection from vacuum or back 
pressure. If the customer’s equipment 
might create either a vacuum or a back 
pressure, a device must be installed to 
protect the system. 

(b) Service regulator vents and relief 
vents. Service regulator vents and re-
lief vents must terminate outdoors, 
and the outdoor terminal must— 

(1) Be rain and insect resistant; 
(2) Be located at a place where gas 

from the vent can escape freely into 
the atmosphere and away from any 
opening into the building; and 

(3) Be protected from damage caused 
by submergence in areas where flood-
ing may occur. 

(c) Pits and vaults. Each pit or vault 
that houses a customer meter or regu-
lator at a place where vehicular traffic 
is anticipated, must be able to support 
that traffic. 

[35 FR 13257, Aug. 19, 1970, as amended by 
Amdt. 192–58, 53 FR 1635, Jan. 21, 1988]

§ 192.357 Customer meters and regu-
lators: Installation. 

(a) Each meter and each regulator 
must be installed so as to minimize an-
ticipated stresses upon the connecting 
piping and the meter. 

(b) When close all-thread nipples are 
used, the wall thickness remaining 
after the threads are cut must meet 
the minimum wall thickness require-
ments of this part. 

(c) Connections made of lead or other 
easily damaged material may not be 
used in the installation of meters or 
regulators. 

(d) Each regulator that might release 
gas in its operation must be vented to 
the outside atmosphere.

§ 192.359 Customer meter installations: 
Operating pressure. 

(a) A meter may not be used at a 
pressure that is more than 67 percent 
of the manufacturer’s shell test pres-
sure. 

(b) Each newly installed meter manu-
factured after November 12, 1970, must 
have been tested to a minimum of 10 
p.s.i. (69 kPa) gage. 

(c) A rebuilt or repaired tinned steel 
case meter may not be used at a pres-
sure that is more than 50 percent of the 
pressure used to test the meter after 
rebuilding or repairing. 

[35 FR 13257, Aug. 19, 1970, as amended by 
Amdt. 192–1, 35 FR 17660, Nov. 17, 1970; Amdt. 
192–85, 63 FR 37503, July 13, 1998]

§ 192.361 Service lines: Installation. 
(a) Depth. Each buried service line 

must be installed with at least 12 
inches (305 millimeters) of cover in pri-
vate property and at least 18 inches 
(457 millimeters) of cover in streets and 
roads. However, where an underground 
structure prevents installation at 
those depths, the service line must be 
able to withstand any anticipated ex-
ternal load. 

(b) Support and backfill. Each service 
line must be properly supported on un-
disturbed or well-compacted soil, and 
material used for backfill must be free 
of materials that could damage the 
pipe or its coating. 

(c) Grading for drainage. Where con-
densate in the gas might cause inter-
ruption in the gas supply to the cus-
tomer, the service line must be graded 
so as to drain into the main or into 
drips at the low points in the service 
line. 

(d) Protection against piping strain and 
external loading. Each service line must 
be installed so as to minimize antici-
pated piping strain and external load-
ing. 

(e) Installation of service lines into 
buildings. Each underground service 
line installed below grade through the 
outer foundation wall of a building 
must: 

(1) In the case of a metal service line, 
be protected against corrosion; 

(2) In the case of a plastic service 
line, be protected from shearing action 
and backfill settlement; and 
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